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tt BRIDGE DESIGN DETAILS
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Installation of Water Lines by Utility Company

Box Girder Bridges with Manholes
Manholes To Be Provided In Each Bay

wrap to prevent

r——'— corrosion\

_L Coat with asphalt and
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Caulk between /
casing and pipe

See Detail A, page 16-3 _/

Seat Type Abutment

L — On new construction

casing may be
cast-in-place after
tightly wrapping with 2
layers of 15# building
paper OR sealed as
per Note A

Extend casing 5' min.

past end of wingwalls
and approach slab

- 3" min. clr. 1' mir?. l- 4" min. (see Note A)
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Caulk between casing and pipe

Diaphragm Type Abutment

Notes

Coat with asphalt and
wrap to prevent
| See Note B IJ corrosion

R

End of
casing shall
not be
sealed (see
Note C)

-3

End of
casing shall
not be
sealed (see
Note C)

A. Fill space between abutment and casing with mortar after tightly wrapping casing with 2 layers of

15# building paper. (See Std. Plan B7-10)

B. Cradle spacing shall be determined by the Utility Company and shall be subject to State approval.

C. Screening, mesh, or porous fabric may be used to prevent backfill material from entering the

casing.

D. Provide soffit opening of sufficient size to drain cell in event of pipe rupture.

This is only an example. Not to be used as a Standard.
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—!/—\ Galvanized strap
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Cast-in-Place or
Precast Concrete Cradles

Detail A

1 — Cast-in-Place cradles shall be secured to the bridge soffit slab with dowels.
The contact surface of the soffit slab shall be thoroughly cleaned prior to the
placement of concrete.

2 — Precast cradles shall be securely fastened to the bridge soffit slab with a two

component epoxy adhesive. The contact surface of the soffit slab shall be
smoothed and cleaned prior to application of the adhesive.
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